FIXTURE CONNECTION SCHEDULE

PLUMBING LEGEND

FLOOR SUPPLY FIXTURE CONN. 1 DESIGN | DESIGN NEW WORK
MARK FIXTURE 1o RM | "ASTE THor | colb | Hor | cop | MANUF. | mopeL | NOTES | [UNE ABBREVIATION | LINE_DESCRIPTION
- ; ; ; - oW DOMESTIC COLD WATER PIPING
P—1 | WATER CLOSET 18 4 - - - - 0:4:
. : '/ 2” 3/ 8” 124 g — HW DOMESTIC HOT WATER PIPING (120°F)
P-2 WATER CLOSET 15 4 - 1/2 - 3/8" |- - 2:4; ——— HWR DOMESTIC HOT WATER RETURN PIPING (120°F)
\ p-3 URINAL 17" 2" - 1" - 3/4 | - - 14 | |-———————— Vv SANITARY SEWER VENT PIPING
- - - - - sS SANITARY SEWER PIPING
TO PASS PIPE AND P-5 | MOP SINK 12° LR AR AR ARV R - 47 oW oW GREASE WASTE PIPING
. "{'( SPECICATIONS, FOR. 2l / . / , L - / . 140°F 140F | 1407 HOT WATER
s SPECIFICATIONS. FOR P—6 | 2-COMPARTMENT SINK CT. |1=1/2"| 172" | 172" | 38" | 3/8" |- - 1:3:4:
K252 MATERIALS. ; ; ; ,
; == s P=7 | ICE MAKER BOX 8 i I V200 i VA N SYMBOL ABBREVIATION _SYMBOL DESCRIPTION
T - - T P-8 | LAVATORY 34" 1=/ 120 | /27 | 38" | 3/8" |JusT 33338 | 1:3:4:8: Gt BV BALL VALVE
PIPE AND INSULATION  lezzezerzzrrrrer = , - ; ; - pe— _ VALVE ON RISE
T0 BE CENTERED N B/’ | FINISHED ESCUTCHEON P-9 | 1-cowparTMENT SN | o1 [1-1/2 | 1727 | 1y | ae | age |- - | - oo (E?_BOW)
SLEEVE-DO NOT S _ 1/ _ _ _ _ 5.
SLEEVE: DO N j/ wA?_TLEAi;LSJS(I;IF AS(iQIé\JST P—10 | PISCINA cT. [1-1/2 JUST 30056 | 4:5: e Z RISE OR DROP
FROM SLEEVE. TO COMPLETELY P-11 | WATER COOLER PER ADA |1-1/2"| - 1/2" - 3/8" |- - 1:4:6: d - BRANCH — TOP CONNECTION
; ; ; - L _ BRANCH — BOTTOM CONNECTION
TERMINATE SLEEVE N COVER  OPENING. P-12 | POT SINK FAUCET = D= 2 |2 | 2 | 172 |18 BRASS| B-2187] 4:8:11:12: > N[ UNION (SCREWED)
FLUSH WITH FINISHED T T FINISHED WALL : B SOSE BB
WALL SURFACES. SURFACE — 0SE Bl
NOTES: —— PTW PIPE SLEEVE
CONCEALED PIPING —— PIPING EXPOSED TO VIEW NOIES: A% 1 WCO | WALL CLEANOUT
INTERIOR WALLS 1. HANDICAPPED FIXTURE. 6.  BI-LEVEL DRINKING FOUNTAIN. ® - NEW WORK BALLOON
2. FLOOR MOUNTED, VITREOUS CHINA 7. PR .
PROVIDE WITH MOP HANGER AND FILL HOSE Py SRR
PIPE SLEEVE THRU WALL DETAIL - TYPICAL 3. FIXTURE, FAUCET, SUPPLY, AND TRAP. 8. FAUCET ONLY. AC ABOVE CEILING
SCALE: NONE AFF ABOVE FINISHED FLOOR
4. DESIGN BASIS MANUFACTURER AND MODEL NUMBER 9.  WALL HUNG, STAINLESS STEEL BF BELOW FLOOR
ARE BASIS OF DESIGN ONLY. REFER TO ST COUNTER=TOP
SPECIFICATIONS FOR ACTUAL REQUIREMENTS. 10.  FAUCET, : it
¢ ET, TRAPS AND SUPPLY GPM GALLONS PER MINUTE
5. TRAP AND DRAIN ONLY. NO FAUCET. 11.  GARBAGE DISPOSAL. Co CLEANOUT
BG BELOW GRADE
12. HAND SPRAY. HB HOSE BIBB
WAV oW GREASE WASTE
r INV. INVERT
ELEV. ELEVATION
\_ J DOMESTIC WATER HEATER SCHEDULE FD FLOOR DRAIN
HD HUB DRAN
BOINT OF USE ‘ MARK | cAPACTY | oD TYPE KW VOLTAGE/PHASE LOCATION
INSTANTANEOUS —__§
WATER HEATER~, | g‘m FOR FLOOR 10 R WH-1 | 50 GALLON | 24.6 GPH ELECTRIC | 6.0 kW | REFER TO ELECTRICAL DOCS. | MECHANICAL ROOM
25 ¢ /] )) FIKTURE SCHEDULE WH-2 | INSTANT. | 05 GPM | ELECTRIC | 48 KW | REFER T0 ELECTRICAL DOCS. | BASE CABINET GENERAL NOTES
. WH-2 2 A, THESE DRAWINGS ARE DIAGRAMMATIC ONLY AND ARE NOT TO BE SCALED. REFER TO ARCHTECTURAL DRAWINGS FOR
NOTES: EXACT DIMENSIONS AND LOCATIONS.
3" MIN, 1. REFER TO "ELECTRIC WATER HEATER PIPING DETAL" ON SHEET P2. B. COORDINATE PIPE ROUTING WITH DUCT ROUTING, EQUIPMENT LOCATIONS, ELECTRICAL INSTALLATIONS, AND BUILDING
— . , STRUCTURAL MEMBERS. OFFSET PIPING WHERE REQUIRED TO AVOID ANY CONFLICTS. AVOID PENETRATING ANY MAIN
4 / / 2. WH-2 RECOVERY BASED ON 65°F RISE. STRUCTURAL BEAM. NOTIFY ARCHITECT AND ENGINEER OF ANY CONFLICTS.
C. ROUTE ALL INTERIOR WATER PIPING WITHIN BUILDING INSULATION ENVELOPE, IF PRESENT.
POINT OF USE INSTANTANEOUS WATER HEATER D, WHERE CHASES ARE NOT PRESENT, CONNECT VENT PIPING TOGETHER IN CEILING SPACE IF POSSIBLE TO AVOID
IN BASE CABINET DETAIL CUTTING THROUGH STUDS.
SCALE: NONE
RECIRCULATING PUMP SCHEDULE E.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL UTILITY COMPANY FEES AND PERMIT FEES.
F.  FIELD VERIFY ALL INDICATED ELEVATIONS AND INVERTS.
MARK TYPE MSTQR VOLTAGE /PHASE T%ALFEHE"}AD GALb?,S‘USTEPER LOCATION
RP—1 IN-LINE 1/8 | REFER TO ELECTRICAL 12 1.0 WATER HEATER (WH-1)
THERMOSTATIC/PRESSURE BALANCE MIXING VALVE SCHEDULE
NOTES: " PIPING PRESSURE | CAPACITY TEMPERATURE OTES
I UTLET R GPM
1. PUMPS AND MOTOR SHALL BE LISTED BY A NATIONAL TESTING LABORATORY. 'NLEI 0 - DROP P COLD HOT | TEMPERED
| MV—1 3/4 3/4 | 10 LBS. 12 50 140 110 |1 AND 2
TR 9. REFER TO "ELECTRIC WATER HEATER DETAL” ON SHEET P2.
HOSE BIBB ANDWALL HYDRANT CONNECTION SCHEDULE NOTES:
FLOOR | .
VARK NTURE 106 | wst SUPPLY FIXTURE CONN. \OTES EXPANSION TANK SCHEDULE 1. POLISHED CHROME PLATE FINISH.
OF MEM HOT | COLD | HOT | COLD e | camacy MAXIMUM CONNECTION |__DIVENSIONs | - o 2. WALL MOUNTED LESS BOX.
HB-1 | HOSE BIBB 18" - - 12| - |12 |23 D4 ACCEPTANCE VOLUME SIZE DIAMETER| HEIGHT LOCA
HB-2 | HOSE BIBB 24 - — | 3| - | 34 (1,3 AND 4 ET-1 |21 GALLON|  0.85 GALLONS 3/4" INCH |85 INCH|11.5 INCH| 7 LBS. |WATER HEATER (WH-1)
SHOCK ABSORBER SCHEDULE
NOTES: NOTES: ABSORBOTRON TYPE NO. 5005 5010 5020 5030 5040 5050
1. NON-FR . . . . . WH-8.
EEZE WALL HYDRANT 3. INTEGRAL VACUUM BREAKER 1. FLEXCON MODEL: WH—8 A — . - : - - -
2. INTERIOR CHROME PLATED HOSE BIBB. 4 LOOSE KEY. 2. REQUIRED FOR WH—1 ONLY. FIXTURE UNIT RATING -1 17-32 33-60 61113 114-154 | 155-330

NOTES:

1.

J.R. SMITH MODEL NUMBERS SHOWN, EQUAL — JOSAM OR ZURN.

PLUMBING LEGEND, SCHEDULES AND DETAILS

SCALE: NONE
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